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STORM Network  1

Pipe
Code

Diameter
(mm)

Gradient
(1:)

Pipe
Type

Pipe
Length Number Invert Cover

Upstream Manhole
Number Invert Cover

Downstream Manhole

1.000 225 100 uPVC 16.016 S1 95.619 97.200 S2 95.459 97.100
1.001 225 100 uPVC 13.135 S2 95.459 97.100 S3 95.328 97.045
1.002 225 100 uPVC 16.039 S3 95.328 97.045 S4 95.166 96.975
1.003 225 40 uPVC 8.240 S4 95.166 96.975 S5 94.960 96.800
1.004 225 60 uPVC 8.110 S5 94.960 96.800 S6 94.825 96.805
1.005 225 100 uPVC 5.472 S6 94.825 96.805 S7 94.770 96.935
2.000 225 100 uPVC 28.734 S8 95.453 97.031 S4 95.166 96.975
3.000 225 170 uPVC 3.599 S10 94.846 96.850 S6 94.825 96.805

FOUL Network  1

Pipe
Code

Diameter
(mm)

Gradient
(1:)

Pipe
Type

Pipe
Length Number Invert Cover

Upstream Manhole
Number Invert Cover

Downstream Manhole

1.000 225 60 uPVC 11.296 F1 94.957 97.042 F2 94.769 96.983
1.001 225 60 uPVC 36.571 F2 94.769 96.983 F3 94.159 97.050
1.002 300 238 uPVC 15.483 F3 94.084 97.050 F4 94.019 97.000
1.003 300 234 uPVC 3.738 F4 94.019 97.000 F5 94.003 97.108
2.000 225 60 uPVC 15.548 F6 95.028 96.942 F2 94.769 96.983
3.000 300 244 uPVC 4.645 F7 94.378 97.100 F8 94.359 97.100
3.001 300 239 uPVC 12.201 F8 94.359 97.100 F9 94.308 97.000
3.002 300 240 uPVC 53.762 F9 94.308 97.000 F3 94.084 97.050

Dia. (mm)

1200
1200
1200
1200
1200
1200
1200
1200

Manhole

Dia. (mm)

1200
1200
1200
1200
1200
1200
1200
1200

Manhole
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PROPOSED 110mm   uPVC FOULSEWER & 600mm   DEMARCATION IC
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PROPOSED 110mm   uPVC STORMSEWER & 450mm   DEMARCATION IC

AutoCAD SHX Text
EXISTING SEWER TO BE REMOVED
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3.075m FOUL WATER SEWER WAYLEAVE BOTH SIDES OF 150mm FOUL SEWER 
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WESTMEATH COCO WATER SERVICES TO CONFIRM THEY ARE HAPPY WITH 1400mm WAYLEAVE TO STORM SEWER
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STORM & FOUL CONNECTIONS TO BE ADJACENT WHERE POSSIBLE TO MINIMISE TRENCH SIZE REQUIRED TO MAKE THE CONNECTIONS INTO THE EXISTING COMBINED SEWER. 
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GPR SURVEY CONFIRMS ROUTE OF EXISTING FOUL SEWER DOES NOT PASS UNDER PROPOSED UNIT AND IS 2000mm AWAY AT THE CLOSEST POINT. GIVEN EXTENT OF SERVICES IN THIS AREA, CONSULTATION WITH IRISH WATER TO REQUIRED TO SEEK WAYLEAVE AGREEMENT RATHER THAN CONSTRUCTING A NEW SEWER.   
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STORM & FOUL WATER SEWERS FROM UNIT 6 TO BE CONNECTED AT THESE LOCATIONS. STORM & FOUL CONNECTIONS TO BE ADJACENT WHERE POSSIBLE TO MINIMISE TRENCH SIZE REQUIRED TO MAKE THE CONNECTIONS INTO THE EXISTING COMBINED SEWER. 

AutoCAD SHX Text
C

AutoCAD SHX Text
GENERAL NOTES: 1. ALL DIMENSIONS AND LEVELS TO BE VERIFIED ON  SITE PRIOR TO COMMENCEMENT OF THE  WORKS.  WORKS.  ANY DISCREPANCIES TO BE REPORTED TO THE  ENGINEER. 2. THIS DRAWING IS TO BE READ IN CONJUNCTION WITH  THE RELEVANT ARCHITECT'S AND OTHER CIVIL  DRAWINGS.


