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24CASTLE
PARK

200mm Diameter

FOUL PUMP STATION
Station to be provided in accordance with
Irish Water Wastewater Code of Practice -

Part 5 Pumping Stations
Pumping Head

Ø90 DIAMETER
HDPE PIPE

24 HOUR STORAGE TANK
TO PROVIDE 6m3 STORAGE
CAPACITY

THRUST BLOCK TO BE
PROVIDED IN ACCORDANCE
WITH IW STANDARD DETAIL
STD-WW-14

CONTROL
KIOSK

WATER HOSE KIOSK TO BE INSTALLED IN
ACCORDANCE WITH IW STD-WW-31 AND
TO HAVE CONNECTION TO WATER MAIN IN
ACCORDANCE WITH IW STD-WW-31A

ISOLATION VALVE
CHAMBER

VALVE CHAMBER

METER CHAMBER C/W
MAGNETIC-FLOW METER AND GATE

THRUST BLOCK TO BE PROVIDED
IN ACCORDANCE WITH IW
STANDARD DETAIL STD-WW-14

150mm Ø uPVC SN8 @ 1:60
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FW MH 01
CL 91.860
IL 91.025

FW MH 02
CL 91.820
IL 90.541
IL (out) 90.461

FW MH 03
CL 91.485
IL 89.810

 IVC
CL 92.00
IL 89.560

IC
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VENT STACK TO BE INSTALLED IN
ACCORDANCE WITH IW STD-WW-34
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Slot Channel

Slot Channel
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PART 8 PLANNING

Castlepark, Rochfortbridge,
Co. Westmeath

PROPOSED FOUL WATER
DRAINAGE
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PROPOSED NEW PUBLIC FOUL WATER
MANHOLE/SEWER
PROPOSED NEW PRIVATE FOUL
INSPECTION CHAMBER / SEWER
(Ø150mm uPVC)

EX CSEX CS EXISTING COMBINED WATER SEWER

PROPOSED SOFT LANDSCAPED
AREAS
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EXISTING COMBINED WATER SEWER
(TO BE ABANDONED)

PROPOSED PUBLIC COMBINED WATER
MANHOLE / SEWER
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